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CIGRE TB601 guide for thermal rating calculations 
recommends the use of ultrasonic anemometers over mechanical 
devices [1]. 
 
This paper aims to compare the mechanical and ultrasonic wind 
speed measurement technologies for the purpose of dynamic 
ampacity rating. 
 
The comparison consists of applying the measurements of both 
anemometers (placed in the same spot) to the computation of 
ampacity in the same overhead line, and evaluating the 








Dynamic ampacity rating is one of the solutions available 
to improve the static rating of an overhead line at 
relatively low cost. 
 
The dynamic rating is very sensitive to the wind speed as 
seen in the equations provided by Cigre [1] and IEEE 
algorithms [2,3]. 
 
This sensitivity makes the choice of the anemometer an 
important matter not to be taken lightly [4,5]. 
 
This paper shows the advantages of the ultrasonic 
anemometers over those based on mechanical elements by 
comparing the differences in the ampacity calculated 
using both technologies. The comparison will be held at 
different wind ranges in order to expose the weaknesses of 
mechanical devices at low speed. 
 
 
2.  Anemometer comparison 
 
CIGRE TB601 guide for thermal rating calculations 
recommendation of ultrasonic anemometers is not only 
due to the higher specifications (Table. 1) but also to the 
mechanical issues of the cup devices. 
 
The static friction turns the mechanical units useless under 
the 0.5 m/s threshold, which added to the ±0.5 m/s 
accuracy  makes the measurement very unreliable under 1 
m/s. This fact is important because at low wind speed the 
cooling of the cable changes form convection to natural. 
 











Technology Range Threshold Resolution Accuracy 
Three cups mechanical 0-50 m/s 0.5 m/s Not provided 0.5 m/s 
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Fig. 1 shows the weather station with the anemometers 
used to obtain the data and placed in the roof of the 
E.T.S.I.I.T (School of Engineers) of the University of 
Cantabria. 
 
In Fig. 2, each sample represents the minimum wind speed 
during a 1-minute interval with a 1-second measurement 
rate. It is easy to appreciate the low resolution of the 
mechanical anemometer as well as its 0.5 m/s threshold 
value. Spinning inertia is also detected when minimum 
speed reaches 5 m/s in the three cups device. 
There is also the issue of maintenance and durability. 
Ultrasonic anemometers lack mobile parts, which makes 
them a priori better in this aspect. 
 
3. Ampacity comparison 
 
The comparison consists of applying the wind speed 
measurements of both anemometers (placed in the same 
spot) to the same overhead line. Any other variables 
stand the same for both cases so the differences in the 
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results are only due to the differences in the anemometer 
data.  
 
The overhead line consists of a LA-110 conductor with a 
static rate of 314 A. in the northwest of Spain. 
 
In figures Fig. 3 and Fig. 4, every sample corresponds to a 
1-minute interval average with a 1-second measurement 
frequency. Despite the average calculation, it is easy to see 
the effect of the static friction in the mechanical device in 
Fig. 3. This translates in Fig. 3 into lower dynamic rating 
at very low wind speed while using a mechanical 
anemometer. The inertia is also present at higher wind 





After a closer analysis of the data, the mean square error of 
the ampacity measured with the mechanical anemometer 
with respect to the ultrasonic device proves the poor 
specifications of the first under 1 m/s and especially under 
0.5 m/s (Table 2). Data from Table 2 is the result of 86,400 
weather samples. 
 
The wind speed thresholds in table 2 are in reference to the 
mechanical sensor. The corresponding ultrasonic 
measurement may be outside the specified range. 
 
Table. 2.  Mechanical anemometer. Mean square error 
    
  
Mean Square Error 
  Wind speed Ampacity 
All data 0.11 2293 
Wind speed < 0.5 
m/s  0.12 5337 
Wind speed < 1 m/s 0.10 4012 
0.5 m/s < Wind 
speed < 1 0.06 748 
1 m/s < Wind speed 
< 2.5 m/s 0.08 422 
2.5 m/s < Wind 
speed 0.21 463 
 
It can also be appreciated that a lower wind speed error 
does not mean a lower ampacity error. This is due to two 
factors, the relative error and the sensitivity of the 
algorithm. 
 
Despite the mean square error considering wind speeds 
between 0.5 m/s and 1 m/s is the lowest, its relative error is 
bigger than the relative error on the next step (1 m/s < 
wind speed < 2.5 m/s). This can be seen in the wind 
relative error histograms of figures Fig. 5 and Fig. 6.  
 
Fig. 5, with wind speeds between 0.5 m/s and 1 m/s, shows 
the relative error is under 20% only slightly over 50% of 
the time while it gets to almost 70% in Fig. 6, where the 
wind ranges from 1 m/s to 2.5 m/s. 
 
The ampacity algorithm is very sensitive to the wind at 
very low speeds and, in consequence, equal or even 









Fig. 6.  Wind relative error histogram. 1 < wind speed < 2.5 m/s 
 
Fig. 7 shows the relative error of the wind at higher 
speeds. It can be seen that it is worse than in previous 
cases but because the lower sensitivity of the algorithm at 





Fig. 7.  Wind relative error histogram. 1 < wind speed < 2.5 m/s 
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Figures Fig. 8 and Fig. 9 represent the histograms of the 
square error of the ampacity for different wind speeds. It 
can again be seen the huge difference between the two 
technologies when operating under 0.5 m/s and the great 








Fig. 9.  Ampacity square error histogram. Wind speed > 1 m/s 
 
 
5.  Conclusion 
 
The use of mechanical anemometers instead of ultrasonic 
devices for the purpose of dynamic ampacity rating has a 
direct impact in the calculations at very low wind speed 
due to the sensitivity of the algorithms to the wind and the 
limitations of the device. These differences are however in 
benefit of the safety of the conductor so the infrastructure 
is not at risk. Of course, this also means that the system 
operator will not take full advantage of the dynamic rating.  
 
The difference in ampacity at higher speeds is relatively 
low and thought it goes against the conductor; the risk can 
be minimized by establishing a slightly reduced maximum 
temperature of the line in the algorithm. 
  
The advantages of the ultrasonic sensor are not only in the 
better data provided but also in the additional durability 
due to the lack of mobile parts. 
 
It is also important not to forget that the errors shown are 
in reference to an ultrasonic anemometer and not in 
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